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NOTE: HYDRANT & FITTINGS TO 6” MEGA LUG RESTRAINTS
BE POLY WRAPPED. OR EQUAL
FM GREASE

HYDRANT NOT TO BE CONNECTED TO, OR LOCATED
WITHIN, 10" OF SEWER. WHERE POSSIBLE HYDRANT
DRAINS SHALL NOT BE LOCATED 10" OF STORM DRAINS

FIRE HYDRANT DETAIL

ALL OTHER APPLICATIONS SEE CULINARY STANDARD DETAIL
& PRESSURE IRRIGATION PLACEMENT DETAIL OR INSPECTOR

(8 WATER PRO INC. *SHORT SIDE TEE APPLICATION ONLY*




